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WIRE REINFORCING

MINIMUM OF TWO
CONTINUOUS WIRES
OF REINFORCING

R » . ¢ ANCHOR
—2", 2 1/2" OR 3 Sk

—3,31/2 0R 4"
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ADJUSTING GRADE RING
SIZE
2" X 3
L 2 1/20 % 3 1/2
NOTES: | 3 X 4
1. PRECAST CONCRETE fe’ x 5000 PSI @ 28 DAYS.
2. REINFORCEMENT CONFORMS TO ASTM C—478.
3. INSTALL MORTAR NOT LESS THAN 1/4 INCH THICK BETWEEN RING.
CHARLES COUNTY GOVERNMENT|  STANDARD DETAIL REVISIONS:

DEPARTMENT OF PLANNING & GROWTH MANAGEMENT
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